GENERAL NOTES:
ELECTR|C AL SYM BOLS LEGEN D 1. ALL DEVICES AND EQUIPMENT SHOWN TO BE DISCONNECTED
AND REMOVED UNLESS NOTED OTHERWISE.
PLAN NOTES:
SYMBOLS DESCRIPTION
_ (T)DISCONNECT AND_REMOVE EXISTING NURSE CALL DEVICE,
= SALVAGE FOR INSTALLATION IN NEW PATIENT SMOKING
| _S>7 1 | DASHED LINES INDICATE EXISTING FIXTURES, DEVICES, OR EQUIPMENT SHELTER.
o] SURFACE MOUNTED LIGHT FIXTURE @DISCONNECT AND REMOVE EXISTING SECURITY CAMERA,
SALVAGE FOR REINSTALLATION IN NEW PATIENT SMOKING
- - - - -———— SHELTER. SALVAGE SECURITY WIRING FOR CAMERA
|7 /EXHAUST _‘ ® POST TOP LIGHT FIXTURE INSTALLATION IN NEW SHELTER.
FAN
| / ! $ SINGLE POLE (3) DISCONNECT AND REMOVE EXISTING ELECTRICAL PANEL.
i e e REMOVE CONDUCTORS BACK TO SOURCE OF SUPPLY,
| 4 | PANEL EB46NTEL #1 IN ROOM BC—60. COORDINATE
| N | ES DUPLEX RECEPTACLE WORK WITH VAMC PROJECT ENGINEER.
&«—CEILING
| " MouNtED | (4) DISCONNECT AND REMOVE EXISTING ELECTRICAL PANEL
| — o HEATER ® SPECIAL PURPOSE RECEPTACLE REMOVE CONDUCTORS BACK TO SOURCE OF SUPPLY.
| |
o | I Q MOTOR (5) DISCONNECT EXISTING TELEPHONE, SALVAGE FOR
- INSTALLATION IN NEW STAFF SMOKING SHELTER.
| &l | - LIGHTING AND APPLIANCE PANELBOARD (6)DISCONNECT AND REMOVE EXISTING LIGHT POLE AND
| | ] | FIXTURE. SALVAGE FOR REINSTALLATION WHERE SHOWN
I L I D THERMOSTAT ON 1/E2. REMOVE EXISTING CONCRETE BASE. PATCH
L I CONCRETE TO MATCH EXISTING. WORK TO BE DELETED
‘ ‘ SURFACE MOUNTED SPEAKER UNDER DEDUCT ALTERNATE BID #2.
| G | (7) DISCONNECT AND REMOVE EXISTING PAGING SPEAKER,
Hra PUSH BUTTON SALVAGE FOR INSTALLATION IN NEW STAFF SMOKING
' | | ' SHELTER.
| |
| -4 | < TELEPHONE OUTLET (8)DELETE ALL WORK ASSOCIATED WITH NEW STAFF SMOKING
| | SHELTER UNDER DEDUCT ALTERNATE BID #5.
|| % e SECURITY CAMERA
D I
| (@] | T e ey 7 ® NURSE CALL
| N | o N OONTED 7
| L | \= HEATER 0 NOTE IDENTIFICATION 20"
|| |l BOLT CIRCLE AS REQUIRED BY
| | | | | ® |_— POLE MANUFACTURER, MATCH
—_—— T — = f EXISTING PATTERN
| | A &—CEILING | | | I__Q__I__Q__I | /
| '~ MOUNTED | ANE—EXHAUST FAN 74 / CONDUCTOR,/CONDUIT
AT HEATER | | \z I v
W _ [
'V sma (: $$ i — H\’l\A,R wmoow—sq — ——— STUB_CONDUIT UP WITHIN BASE
! ! || CONDITIONING MOUNTED ™7/ |
@—/\ AR . UNIT HEATER | T GROUND ROD
CONDITIONING - = — — - ']
ONIT ANCHOR BOLTS SHALL BE

ORIENTED PARALLEL TO
THE CURB LINE. PROVIDE
NEW ANCHOR BOLTS.
FORM ALL EXPOSED CONCRETE.
ALL BASE BOLTS. /— PROVIDE 1/4" RADIUS BULLNOSE

STAFF SMOKING SHELTER PATIENT SMOKING SHELTER AT

2\ DEMOLITION PLAN - ELECTRICAL 73\ DEMOLITION PLAN - ELECTRICAL ook wsrer (oo ——RBloo 8 ALL AROUND.
\E = | \E = : —— UL Ly
\ o | l/ . 24" MINIMUM
F***;*_****T | _ q :Z&k )

AW I ¥
L1V

\1 1/4 INCH PVC CONDUIT

Il
LT

1 7y v
V S 4 REBAR TYPICAL

[
)
Il

—
4
p
Bl
2 | PE]
< <
a
<
<
Pl R
< <
2 a
< <

S~ 4" L BEND TYPICAL

3/4" DIA.x10'—0" COPPERCLAD
GROUND ROD REQUIRED.

[t {1 {1 {1 /

— — v l 4
BUILDING 2E \SEE 2/E1 @_—$\/%Z_\ / 6" MIN. .
av = U

_— 2"

NOTE:

PROVIDE A SPARE CONDUIT STUB AT EACH END—OF—LINE
FIXTURE. SEE PLANS FOR ADDITIONAL SPARE STUBS.
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! Ry NOTES:
U] | 17 NUIES:
| ok O ! f J O 1. W = (1) PHONE JACK.
\ MY / I |
A e - / 2. SEE SECTION 27 10 05 FOR PLATE
LIGHT FIXTURE AND JACK REQUIREMENTS.

4. PLATES ARE LABELED AS SHOWN

\ TO REMAIN — - - - ‘5\ |
\\ SEE 3/E1 3. PHONE JACKS TO BE IVORY.

PHONE
— 5. LABEL ALL VOICE CABLES AT BOTH
|_:_| ENDS WITH "PHONE—CLOSET#
BUILDING 46 — PLATE#
/ 1 6. ALL JACKS TO BE CATEGORY 6e
/ CABLES.
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@SITE REMODELING PLAN - ELECTRICAL

L —ELECTRICAL
./ ROOM 1C-51

\I EXISTING
PANEL 461N2

PANELBOARD LOAD SCHEDULE
PANEL: SS1N1 MAIN: MCB 100A ENCLOSURE: NEMA 3R LOCATION: SMOKING SHLTR
VOLTS: 208Y/120, 3 PH., 4W.
RATING: 100 AMP AIC RATING: 10,000 MOUNTING: SURFACE FED FROM: 2E HOUSE PNL
CKT| TRIP LOAD IN VOLT—AMPERES ‘ LOAD IN VOLT—AMPERES TRIP CKT
# |AMPS POLE LIGHTING | RECPT |MTRS&EQUIP| KITCHEN | HEAT/AC LOAD DESCRIPTION | PH|LOAD DESCRIPTION HEAT/AC | KITCHEN MTRS&EQUIP| RECPT LIGHTING AMPS POLE #
_ _ _ _ _ 1120 1 175 200 500 LIGHTS,REC,EX FAN | A | DOOR OPERATOR 500 20| 1 | 2
@ss—l-:l-'—1 3| 30 2000 HEATER B HEATER | 2000 30 4
5 2 2000 c 2000 2 | 6
: . \, ] /@ ] | : 0 7 | 20 1320 AC UNIT A SPARE 20 1 | 8
. aY-= y - : 9 2 1320 B SPARE 20 | 1 |10
@ SSIN1-2 f’ 11 20 1 SPARE c SPARE 20 | 1 |12
R 13 20 | 1 SPARE A SPARE 20 | 1 |14
| ( #10 \ | 15| 20 | 1 SPARE B SPARE 20 | 1 |16
17| 20 | 1 SPARE c SPARE 20 1 |18
| — -+ |
|| | SSIN1=35 ve% LOAD CALCULATIONS
> VA / PHASE .
@ A - LOAD TYPE / TOTAL | DEMAND  DIVERSIFIED LOAD |  NOTE
(AN e A B c
| — | ‘\ LIGHTING 175 0 0 175 1.00 175
| @ | RECEPTACLES 200 0 0 200 0.50 100
@ I MOTORS & EQUIP 1000 0 0 1000 0.90 900
I = KITCHEN EQUIP. 0 0 0 0 0.65 0
@~\ @ HEAT / AC 1320 5320 4000 10640 | 0.90 9576
(16— AC—1 | j LARGEST MOTOR 0.25 0
| @~\ :CD | PSINI-7.9 / I ToTAL AMPS: 30 TOTAL VA: 10,751
()
>
L] ssiNt-7.9 = e 10 N PSINI—4,6
PANELBOARD LOAD SCHEDULE
! ! PANEL: PS1N1 MAIN: MCB 100A ENCLOSURE: NEMA 3R LOCATION: SMOKING SHLTR
! ! VOLTS:  208Y/120, 3 PH., 4W.
. /\\ T RATING: 100 AMP AIC RATING: 10,000 MOUNTING: SURFACE FED FROM: PNL 461N2
&) Qjﬁ SSIN1-1 ( CKT | TRIP LOAD IN VOLT—AMPERES ‘ LOAD IN VOLT—AMPERES TRIP CKT
= POLE LOAD DESCRIPTION |PH LOAD DESCRIPTION POLE
I [ L # |AMPS LIGHTING RECPT |MTRS&EQUIP KITCHEN | HEAT/AC HEAT/AC | KITCHEN MTRS&EQUIP RECPT LIGHTING AMPS #
' ' a 1 20 | 1 175 200 500 LIGHTS,REC,EX FAN | A | DOOR OPERATOR 500 20 1 | 2
SS1N1-4,6 10 3| 30 2000 HEATER B HEATER 2000 30 4
5 2 2000 c | 2000 2 | 6
| | @ 7 | 20 1320 AC UNIT A SPARE 20 1 | 8
, | =N ; 9 2 1320 B SPARE 20 1 |10
' ' 1] 20 | 1 SPARE c SPARE 20 | 1 12
‘ ‘ 13| 20 | 1 SPARE A SPARE 20 1 |14
- - - - - - - - - - 15| 20 | 1 SPARE B SPARE 20 1 |16
17| 20 | 1 SPARE c SPARE 20 1 |18
LOAD CALCULATIONS
VA / PHASE TOTAL | DEMAND NOTES:
STAFF SMOKING SHELTER PATIENT SMOKING SHELTER oo e A/PRSEL T Tom TORMAD ouerng Low
LIGHTING 175 0 0 175 1.00 175
2 \REMODELING PLAN - ELECTRICAL s \REMODELING PLAN - ELECTRICAL Receeces 200 o | 0 200 | 050
\E_y @ MOTORS & EQUIP 1000 0 0 1000 | 0.90 900
: ! ! : } [ [ } KITCHEN EQUIP. 0 0 0 0 0.65 0
0 2 4 8" 0 2! 4 8" HEAT / AC 1320 5320 4000 10640 | 0.90 9576
LARGEST MOTOR 0.25 0
[ ToTAL AMPS: 30 TOTAL VA: 10,751
\ GENERAL NOTES:
: 1. ALL DEVICE AND EQUIPMENT LOCATIONS TO BE VERIFIED
\ WITH VA PROJECT ENGINEER PRIOR TO INSTALLATION.
== [, ]
L] \r PLAN NOTES:
1 @ CONNECT SALVAGED TELEPHONE TO EXISTING PHONE
—J SYSTEM. EXTEND EXISTING CONDUIT AS REQUIRED AND
il PULL NEW CABLING FOR CONNECTION TO EXISTING
! ] SYSTEM.
[ — I @ CONNECT DOOR OPERATORS TO NEW SHELTER PANEL.
|| DOOR OPERATORS TO BE PROVIDED AND MOUNTED BY
SHELTER PROVIDOR.
T ] 0
@ CONNECT NEW PANEL SS1N1 WITH 3#6+#6GRD IN A 1
—J ™ INCH CONDUIT TO EXISTING HOUSE PANEL IN BASEMENT
I OF ADJACENT BUILDING 2E, SEE 1/E2 FOR BUILDING
n | | LOCATION. PROVIDE NEW 60/3 POLE BREAKER.
|| ] :
P - . 0 A / (4) NEW 208/120 VOLT, 3 PHASE, 18 CIRCUIT, NEMA 3R
\SEE 2/E2 PANEL. PANEL TO BE SUPPLIED AND MOUNTED BY
BUILDING 2F SHELTER SUPPLIER.
_ o @ CONNECT SALVAGED NURSE CALL DEVICE TO EXISTING
— — HOSPITAL NURSE CALL SYSTEM. EXTEND EXISTING
CONDUIT AS REQUIRED AND PULL NEW CABLING FOR
_ CONNECTION TO EXISTING SYSTEM.
<H \ >
Q_I('U — @ CONNECT SALVAGED SECURITY CAMERA TO EXISTING
5 _ HOSPITAL SECURITY SYSTEM. REUSE EXISTING CONDUIT
AND WIRING FOR CONNECTION.
{7) CONNECT NEW PANEL PSINS WITH 3#6+#6GRD IN A 1
INCH CONDUIT TO EXISTING PANEL 461N2 IN ELECTRICAL
ROOM 1C—51 IN ADJACENT BUILDING 46, SEE 1/E2 FOR
BUILDING LOCATION AND APPROXIMATE PANEL LOCATION.
PROVIDE NEW 60/3 BREAKER.
CONNECT 1°X4' SURFACE MOUNTED HARSH ENVIRONMENT
FIXTURE EQUAL TO LITHONIA SERIES DMW: HIGH IMPACT
ACRYLIC LENS, ELECTRONIC BALLAST, (2) 28WT8 LAMPS.
- FIXTURES TO BE SUPPLIED AND MOUNTED BY SHELTER
— SUPPLIER.
@ PROVIDE 120 VOLT CONNECTION TO EXHAUST FAN. FAN
S TO BE CONTROLLED BY OCCUPANCY SENSOR. EXHAUST
T \ FAN AND OCCUPANCY SENSOR TO BE SUPPLIED AND
\ . —— MOUNTED BY SHELTER SUPPLIER.
\ f’/ — i
\ [ , ‘ } CONNECT 208 VOLT SINGLE PHASE CONNECTION TO 4000
\ @N@é\ | KW SURFACE MOUNT UNIT HEATER. HEATER EQUAL TO
a D, | BERKO FFCH548-SE SERIES, WITH SURFACE MOUNTING
© \ \ ENCLOSURE. PROVIDE 24V WALL MOUNT THERMOSTAT.
© HEATER AND THERMOSTAT TO BE SUPPLIED AND MOUNTED
| i — BY SHELTER SUPPLIER.
~ 3/) H
X - @ PROVIDE 208 VOLT SINGLE PHASE CONNECTION TO THRU
i / WALL AIR CONDITIONING UNIT. A/C UNIT TO BE SUPPLIED
‘ B ( AND MOUNTED BY SHELTER SUPPLIER.
) KSEE 3/E2 @ INSTALL SALVAGED LIGHT FIXTURE, CONNECT TO EXISTING
/ CIRCUIT. PROVIDE NEW CONCRETE BASE, SEE DETAIL
4/E1. CUT AND PATCH CONCRETE TO ALLOW FOR
— — EXTENDING CONDUIT AND CONDUCTORS AS REQUIRED.
- WORK TO BE DELETED UNDER DEDUCT ALTERNATE BID
BUILDING 46 #2.

@ REINSTALL SALVAGED PAGING SPEAKER. CONNECT TO

HOSPITAL PAGING SYSTEM, REUSE EXISTING WIRING AND
CONDUIT FOR CONNECTION TO SYSTEM.

PROVIDE TEMPORARY POWER TO TEMPORARY SHELTER

LOCATION WITH EXISTING POWER SUPPLY. EXTEND
CONDUIT AND CONDUCTORS AS REQUIRED. PROVIDE
TEMPORARY CONNECTIONS TO PHONE, SECURITY AND
NURSE CALL DEVICES. EXTEND CONDUIT AS NECESSARY.
SPLICE EXISTING CABLING WITH NEW CABLING IN ORDER
EXTEND CABLING TO REQUIRED LOCATIONS.

@ PROVIDE NEW PAGING SPEAKER, SPEAKER TO BE LOWELL

MODEL 810 WITH CB84 SURFACE MOUNT BOX AND JG8X
GRILLE. CONNECT TO NEAREST HOSPITAL PAGING SPEAKER
IN BUILDING 46 VIA NEW 3/4 INCH CONDUIT. PAGING
SPEAKER TO BE PROVIDED AND MOUNTED BY SMOKING
SHELTER SUPPLIER.

DELETE ALL WORK ASSOCIATED WITH NEW STAFF SMOKING

SHELTER UNDER DEDUCT ALTERNATE BID #5.

@ AUTOMATIC DOOR OPERATOR PROVIDED AND MOUNTED BY

SMOKING SHELTER PROVIDER.
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